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Inspection Summary
Connelly's Safe & Sound Home Inspections, LLC.

1923 Prospect Ridge Boulevard
Haddon Heights, NJ 08035

1 (856) 310-1991

Service/Repairs
KITCHEN

Kitchen Wall Receptacles

The outlet to the left of the kitchen sink tested for reverse polarity, reverse polarity usually indicates that the outlet is
wired incorrectly and provides less protection from electrical shocks, we recommend having a licensed electrician
evaluate for repairs prior to closing.

BATHROOM

Bathroom Heating Cooling

There is a vent/heating fan installed in the ceilings of the bathrooms, currently there are no supply ducts/registers to
the bathrooms for air conditioning/heat.  The bathrooms do have a heat source, but rely on the temperature of
outside rooms for cooling.  In the summer months the bathrooms will have a sauna affect as there are no windows
for ventilation either.  We recommend having a HVAC contractor evaluate for repairs prior to closing.

PLUMBING

Main Water Shut Off

The main shut off is leaking and the tubing around it is corroded, this
type of valve will fail when needed most, we recommend having a
licensed plumber evaluate for repairs and installing a more reliable
ball cock valve prior to closing.

FURNACE

Heat Exchanger Flame Pattern

The flame on a gas fired heater should be predominately blue, this flame has an orange hue to it, and the intake air
vents are covered with dust, in addition there is rust inside the chamber and a carbon monoxide detector had
readings in unsafe levels indicating that the heat exchanger maybe failing and is allowing emission gases into the
living space area, for health and safety reasons we recommend having the unit cleaned/serviced and certified prior to
closing by a licensed HVAC contractor.  THIS IS A MAJOR CONCERN.
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Service/Repairs
Distribution System Material

Duct work in the crawl space is rusted/corroded and should be
replaced as it is allowing dirt and air from the crawl space to be
distributed throughout the house, for health, safety, and energy
efficiency we recommend having a licensed HVAC contractor
evaluate for replacement prior to closing.  We also recommend
insulating the duct work in the crawl space to help reduce energy
costs, and prevent corrosion to the duct work.

CRAWL SPACE

Crawl Space Ventilation

The wall vents that allow proper ventilation for the crawl space are covered with insulation, we recommend
un-blocking these vents to allow proper air flow which will help prevent moisture buildup in the crawl space.

STRUCTURE

Foundation Walls

The insulation on the foundation walls is loose in some sections and
should be secured to help maximize energy efficiency.
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Safety Issues
ATTIC

Attic Entry Access

The exposed nail endings protruding through the roof's sheathing on the walk in  section of the attic should be
covered for safety as the height of the framing is low enough to cause a safety hazard.

Concerns
EXTERIOR

Grading

The current landscape design will hold water to the foundation, water at the foundation is conducive with wet
basements, frame rot, structural movement, mold/mildew, and insect/rodent/termite intrusion into the foundation, we
recommend re-grading the landscape around the perimeter of the house to promote water movement away from the
foundation.

GUTTERS

Downspout Type

The downspouts terminate into underground drains, which should be kept sealed as well as free and clear of debris
to help prevent blockages.  We recommend monitoring the downspouts during periods of heavy rainfall to ensure
water is not backing up and allowing water to seep into the foundation.

KITCHEN

Kitchen Sink

The rim around the sink basin should be sealed with a tub and tile caulk to help prevent leaks into the cabinet
underneath, the counter top has a Formica finish, and is secured to the base cabinets.

BATHROOM

Shower Faucets

The water flow to the shower stall is light, there maybe a shut off valve that is not open all the way, as the flow to the
rest of the house is good.

ATTIC

Attic Ventilation

The exhaust fan in the attic would not turn on, we recommend having current owner demonstrate that it works to your
satisfaction.

PLUMBING

Interior Waste/Vent Pipes

The visible sections of the crawl space main drain line is severely
corroded, and is flaking off, we recommend having  licensed plumber
evaluate prior to closing as the drain lines are showing signs of
distress and will have to be replaced in the near future.  We
recommend securing from current owner all information/paperwork
pertaining to the drain lines, particularly in the area of any blockages
recently.
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Concerns
CRAWL SPACE

Crawl Space Insulation

We recommend adding insulation between the floor joist to help reduce energy costs and improve comfort as floors
may be cold in the winter time.

WOOD DESTROYING INSECTS

WOOD DESTROYING INSECTS

Termite foundation treatment noted, we recommend securing from current owner all information pertaining to termite
treatment prior to closing to help  establish if the treatment was for corrective or preventive purposes and to ensure
your satisfaction.  This type of treatment is allowed to be performed once every five years and may still be under
warranty.
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Inspection Report Details

GENERAL COMMENTS

Satisfactory Information/Limitations/DefinitionsGeneral Comments - Information/Limitations/Definitions

REPORT LIMITATIONS:
This report is intended only as a general guide to help the client make his or her own evaluation of the overall condition
of the house.  It is not intended to reflect the value of the premises, nor make any representations as to the advisability
of purchase.

This report reflects the professional opinions of the inspector, based upon his visual impressions of the conditions that
existed as the time of the inspection only.

This inspection and report are not technically exhaustive.  The inherent restrictions afforded by a visual inspection only,
prohibits the inspection of every component. This would require dismantling or invasive techniques, and therefore makes
it impossible to find every defect.

No disassembly of equipment, opening of walls/ceilings/flooring, moving furniture, appliances or stored items, or
excavation is permitted or performed as you do not own the house yet.  All components and conditions which by the
nature of their location are concealed, or camouflaged are excluded from this report.

FOR YOUR BENEFIT, we encourage further evaluation and second opinions from licensed contractors prior to
settlement to help ensure your satisfaction.

It is vital that you perform a meaningful pre-settlement walk-through inspection, as conditions do change between our
inspection and the closing date.

The following are our findings:

Satisfactory ClearWeather - Clear

Satisfactory 30-40 YearsAge - 30-40 Years

EXTERIOR

Satisfactory General CommentEXTERIOR - General Comment

Regardless of siding type, trees, and branches along with shrubs/ivy should be kept away from exterior siding to help
prevent moisture and insect problems.  Wood siding and trim require maintenance, painting, and caulking periodically
and should be monitored as it is prone to rot if not maintained.

Finished exteriors conceal the sheathing and framing underneath, this areas can have rot/insect damage/mold, among
other things that is not visible, or readily accessible at the time of the inspection.  If this is a concern to you we
recommend investigating further prior to closing.

Satisfactory TestedOutside Outlets - Tested

Satisfactory 2 StoryType of Home - 2 Story

Satisfactory Cement BlockExposed Foundation - Cement Block

Satisfactory WoodSoffit\Fascia - Wood
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EXTERIOR
Low Spots NotedConcerns Grading - Low Spots Noted

The current landscape design will hold water to the foundation, water at the foundation is conducive with wet
basements, frame rot, structural movement, mold/mildew, and insect/rodent/termite intrusion into the foundation, we
recommend re-grading the landscape around the perimeter of the house to promote water movement away from the
foundation.

Satisfactory Wood, Asbestos ShingleSiding - Wood, Asbestos Shingle

Satisfactory Wood, AluminumTrim Work - Wood, Aluminum

Satisfactory Wood Solid CoreEntry Doors - Wood Solid Core

Satisfactory OtherStorm Doors - Other

Other =

Satisfactory SlidingPatio Doors - Sliding

Satisfactory WoodWindow Character Material - Wood

Satisfactory Double HungWindow Character Type - Double Hung

Satisfactory Single PaneGlass - Single Pane

GROUNDS

Satisfactory General CommentGROUNDS  - General Comment

All steps, porches, patios, walks, and driveways should be maintained, and repaired as needed to prevent trip and fall
hazards.  It is not unusual to have cracking and or heaving(when ground freezes and lifts up) present which should be
repaired as part of normal maintenance.
We recommend the addition of handrails for safety even if not required by the township at the time the house was built.
Handrails and steps should be monitored and kept secured for safety.
Areas that porches, walk, patios, and driveways meet the house should be kept sealed to help prevent water penetration
into the foundation.

Satisfactory ConcreteWalks - Concrete

Satisfactory ConcretePatio - Concrete

Satisfactory ConcreteDriveway - Concrete

Some cracks noted.

GUTTERS

Satisfactory General CommentGUTTER SYSTEM - General Comment

Gutters should be kept clear, secured, and properly pitched for drainage.  Leaking seams can be caulked with a silicone
based caulked.  Extenders should be added to the ends of downspouts and should move water at least six feet from the
foundation to help prevent water from entering in lower levels.  Gutters releasing water at the foundation is conducive to
structural movement/shifting, structural frame rot, mold/mildew, insects/rodents/termites intruding into the foundation
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GUTTERS

Satisfactory Roof, Ladder, GroundInspected From - Roof, Ladder, Ground

Satisfactory AluminumGutter Type - Aluminum

Gutters should be cleaned regularly to prevent rot and roof damage.

Aluminum, Underground DrainsConcerns Downspout Type - Aluminum, Underground Drains

The downspouts terminate into underground drains, which should be kept sealed as well as free and clear of debris to
help prevent blockages.  We recommend monitoring the downspouts during periods of heavy rainfall to ensure water is
not backing up and allowing water to seep into the foundation.

ROOF

Satisfactory General CommentROOF - General Comment

The inspector walks on roof areas when he determines that it is safe, and will not damage the roof surface.  The general
condition of the roof cover material can normally be determined from the ground, or upon closer inspection with a ladder.

The entire underside of the roof cannot be seen, but the areas that are viewable will always be closely inspected for
water tight integrity, and any evidence of prior or current leakage from the attic and other available locations.

As prescribed in the pre-inspection agreement, this is a visual inspection only.  This assessment of the roof does not
preclude the possibility of leakage that can develop at any time depending on rain and wind intensity and direction, ice
build-up.

The life expectancy of a roof is dependant on its pitch, weather, exposure to sun, proper ventilation, insulation, indoor
temperatures, among other things.

You should also expect to perform periodic maintenance on the roof, such as sealing lifted up shingles, flashing,
skylights, and other roof penetrations, as these are all possible areas for water penetration and do not necessarily reflect
on the quality of the roof.

Satisfactory Walk on Roof, OtherHow Inspected - Walk on Roof, Other

Other =Inside attic

Satisfactory Not RestrictedRoof Access Restricted - Not Restricted

Satisfactory Gable, GambrelRoof Style - Gable, Gambrel

Satisfactory Composition ShingleRoof Covering - Composition Shingle

Satisfactory 5 thru 10Approx. Age - 5 thru 10

Satisfactory 1Number of Layers - 1

Satisfactory Ridge, Gable VentsRoof Ventilation System - Ridge, Gable Vents

Satisfactory MetalFlashing - Metal

Satisfactory Chimneys, Plumbing VentsRoof Penetrations - Chimneys, Plumbing Vents
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ROOF

Satisfactory OtherGarage Roof - Other

Same as house

CHIMNEY

Satisfactory General CommentCHIMNEY - General Comment

We recommend having the chimney cleaned and inspected by a chimney specialist prior to use, and to get a
recommendation as to how often it should be cleaned, depending on your particular use and circumstances.  Fireplace
chimneys are especially prone to blockage due to creosote build up in the chase, which if not removed could cause a
chimney fire.  For safety we recommend installing/maintaining chimney caps to prevent intrusion of rain/snow, rodents
and debris all of which can damage chimney liners, or cause blockages.

Chimney flues for exhaust gases and fire places are not visible or only partially visible and no determination can be
made to the liner's condition at this inspection, for health and safety reasons we recommend having a licensed chimney
specialist evaluate the chimney prior to using.

Satisfactory RoofChimney Inspected From - Roof

Satisfactory Cap InstalledAccess Restricted - Cap Installed

Could not view interior of chimney  due to rain cap with screening, caps that are sealed around the flue with tar/caulk are
not removed as part of the home inspection.

Satisfactory BrickChimney 1 Type - Brick

Satisfactory Main, FireplaceChimney 1 Location - Main, Fireplace

Satisfactory Clay TileFlue Lining - Clay Tile

Satisfactory CementChimney Top - Cement

Satisfactory Rain with ScreenChimney Cap - Rain with Screen

COOLING

Satisfactory General CommentCOOLING SYSTEM - General Comment

We recommend running the air conditioning on your final walk through inspection to ensure it works to your satisfaction.

Satisfactory TraneCooling System 1 Brand - Trane

Satisfactory 3.5 TonCooling System 1 Tonnage - 3.5 Ton

Satisfactory 15 plusCooling System 1 Approx. Age - 15 plus

Unit very old and extended life should not be expected.

Satisfactory CleanCooling System Coils and Fins - Clean
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COOLING

Satisfactory Ext. DisconnectCooling System Electrical - Ext. Disconnect

Satisfactory InsulationCooling Lines - Insulation

Satisfactory PlasticCondensate Drain - Plastic

GARAGE

Satisfactory General CommentGARAGE - General Comment

The garage is cluttered with personal possessions, there is an uneven part of the slab that is limited to view due to
storage, we recommend inspecting removing personal possessions and inspecting the garage prior to closing to help
ensure your satisfaction as hidden conditions may exist.

Satisfactory 2 Car AttachedGarage Type - 2 Car Attached

Satisfactory Same as HouseGarage Exterior Walls - Same as House

Satisfactory WoodGarage Fascia\Soffit - Wood

Satisfactory AluminumGarage Guttering - Aluminum

Satisfactory WoodGarage Windows - Wood

Satisfactory GableGarage Roof Framing Style - Gable

Satisfactory 2X10Garage Roof Framing Type - 2X10

Satisfactory Fed From House Garage Electrical System - Fed From House 

Satisfactory Auto OpenerAuto Garage Door Lift Controls - Auto Opener

Satisfactory UnfinishedGarage Interior Walls - Unfinished

Satisfactory UnfinishedGarage Interior Ceiling - Unfinished

Satisfactory ConcreteGarage Floor - Concrete

Satisfactory OverheadGarage Doors - Overhead

Record 042106a - Campanella, Carolyn & Al 104 Pearlcroft Road, CHerry Hill, NJ 08034

5Inspection Details: Page of 15 Connelly's Safe & Sound Home Inspections, LLC.

Page 10 of 20



GARAGE

Satisfactory Hollow CoreGarage Door to House - Hollow Core

KITCHEN

Satisfactory General CommentKITCHEN - General Comment

We inspect kitchen areas for visible plumbing, electrical, and structural issues.

Satisfactory DrywallKitchen Walls - Drywall

Satisfactory DrywallKitchen Ceiling - Drywall

Satisfactory VinylKitchen Floors - Vinyl

Satisfactory CentralKitchen Heating Source - Central

Satisfactory CentralKitchen Cooling Source - Central

Satisfactory TestedKitchen Doors  Windows - Tested

Satisfactory WoodKitchen Cabinets - Wood

Cast Iron PorcelainConcerns Kitchen Sink - Cast Iron Porcelain

The rim around the sink basin should be sealed with a tub and tile caulk to help prevent leaks into the cabinet
underneath, the counter top has a Formica finish, and is secured to the base cabinets.

Satisfactory Single LeverKitchen Sink Faucet - Single Lever

Satisfactory SprayerKitchen Sink 3rd Faucet - Sprayer

Satisfactory GalvanizedKitchen Drain and Trap - Galvanized

Satisfactory Continuous FeedGarbage Disposal - Continuous Feed

Satisfactory 6Dishwasher Approx. Age - 6

Satisfactory KenmoreDishwasher Mfg. - Kenmore

Satisfactory Hood ExhaustExhaust Fan Hood - Hood Exhaust

Satisfactory Free StandingRange Oven - Free Standing

Self cleaning if on stove not part of inspection and will not be tested.
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KITCHEN

Satisfactory GasSurface Cooktop - Gas

GroundedService/Repairs Kitchen Wall Receptacles - Grounded

The outlet to the left of the kitchen sink tested for reverse polarity, reverse polarity usually indicates that the outlet is
wired incorrectly and provides less protection from electrical shocks, we recommend having a licensed electrician
evaluate for repairs prior to closing.

Satisfactory RecessedKitchen Switches Fixtures - Recessed

BATHROOM

Satisfactory General CommentBATHROOM - General Comment

Repairing leaking faucets, valves, and slow clearing drains is part of normal maintenance.

Satisfactory Door LockBathroom Doors, Windows - Door Lock

Satisfactory WallBathroom Electric Switches and Fixtures - Wall

Satisfactory GFCIBathroom Receptacles - GFCI

Satisfactory DrywallBathroom Walls and Ceilings - Drywall

Satisfactory Window, Electric Fan AtticBathroom Exhaust System - Window, Electric Fan Attic

OtherService/Repairs Bathroom Heating Cooling - Other

There is a vent/heating fan installed in the ceilings of the bathrooms, currently there are no supply ducts/registers to the
bathrooms for air conditioning/heat.  The bathrooms do have a heat source, but rely on the temperature of outside
rooms for cooling.  In the summer months the bathrooms will have a sauna affect as there are no windows for ventilation
either.  We recommend having a HVAC contractor evaluate for repairs prior to closing.

Satisfactory Single LeverBathroom Sink Faucets - Single Lever

Satisfactory Push Pull, LeverBathroom Sink Stopper - Push Pull, Lever

Satisfactory PorcelainBathroom Sink Basin - Porcelain

Satisfactory ChromeBathroom Sink Drain and Trap - Chrome

Satisfactory 2 PieceToilet Bowl and Tank - 2 Piece

Satisfactory Flushes, Drains, RefillsToilet Operation - Flushes, Drains, Refills
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BATHROOM

Satisfactory Single LeverBathtub Faucets - Single Lever

Satisfactory Pop UpBathtub Stopper - Pop Up

Satisfactory PersonalBath Showerhead - Personal

Satisfactory CeramicTub Wall Encl. - Ceramic

Satisfactory Window, FanBathroom Ventilation - Window, Fan

Satisfactory CeramicBathroom Floor - Ceramic

Satisfactory Ceramic TileShower Stall Walls - Ceramic Tile

Satisfactory TubShower Drain - Tub

Single LeverConcerns Shower Faucets - Single Lever

The water flow to the shower stall is light, there maybe a shut off valve that is not open all the way, as the flow to the rest
of the house is good.

Satisfactory 3Number of Full Baths - 3

ATTIC

Satisfactory General CommentATTIC - General Comment

We recommend monitoring the attic for leaks, especially during a rain fall, or after a snow storm.  If caught and repaired
in time it can help eliminate extensive damage to property and personal possessions.

Hatch, Low Headroom ClearanceSafety Issues Attic Entry Access - Hatch, Low Headroom Clearance

The exposed nail endings protruding through the roof's sheathing on the walk in  section of the attic should be covered
for safety as the height of the framing is low enough to cause a safety hazard.

Satisfactory Hallway, BedroomAttic Access Location - Hallway, Bedroom

Satisfactory Conventional, Rafter Size , 2 x 6Attic Structural Framing Type - Conventional, Rafter Size , 2 x 6

Satisfactory 16 inches on CenterAttic Structural Framing Spacing - 16 inches on Center

Satisfactory Particle BoardAttic Sheathing - Particle Board

Satisfactory Fiberglass, BattAttic Floor Insulation - Fiberglass, Batt
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ATTIC

Satisfactory 10 inchesAttic Insulation Thickness - 10 inches

Satisfactory 30Attic Insulation Approx. R. Value - 30

Gable End, Power Roof Fan, RidgeConcerns Attic Ventilation - Gable End, Power Roof Fan, Ridge

The exhaust fan in the attic would not turn on, we recommend having current owner demonstrate that it works to your
satisfaction.

Satisfactory Covered with InsulationAttic Wiring - Covered with Insulation

INTERIOR

Satisfactory Dry WallInterior Ceilings - Dry Wall

Satisfactory Living Room, Family Room, Dining RoomInterior Rooms - Living Room, Family Room, Dining Room

Satisfactory WoodInterior Floors - Wood

Satisfactory TestedInterior Switches - Tested

Satisfactory Three Prong GroundedInterior Outlets - Three Prong Grounded

Satisfactory TestedInterior Heat Source - Tested

Satisfactory TestedInterior Cooling Source - Tested 

Satisfactory 5Number of Bedrooms - 5

Satisfactory One On Each LevelSmoke Detectors - One On Each Level

Smoke detectors should be checked on the day home is occupied.

Satisfactory Dry WallInterior Walls - Dry Wall

Satisfactory With Hand RailingsStairways - With Hand Railings

Satisfactory Wood StoveInterior Fire Place 1 - Wood Stove

Wood stoves are not inspected as part of home inspection.
The chimney should be cleaned before use for safety.

Satisfactory INTERIOR ROOMS - 
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INTERIOR

Satisfactory Doors in PlaceClosets - Doors in Place

Satisfactory OperatedWindows - Operated

Satisfactory ResetGFCI Rest - Reset

ELECTRIC

Satisfactory General CommentELECTRICAL SYSTEM - General Comment

The electrical installations for homes are governed by the National Electrical Code (NEC) and the local building code
officials.  The NEC does not require electrical systems in existing homes to be updated with each new revision of the
code.

This inspection is an evaluation of the installed visible components of the homes electrical system, and not an inspection
to determine if the home meets current electrical code.  Wiring  that is concealed/not readily accessible is not inspected,
for example finished walls, ceilings, flooring, insulation, among other things conceal wiring and is not inspected.  We
inspect permanently installed switches/outlets/light fixtures/appliances for power to each termination point and readily
accessible and visible wiring.  If this is a concern to you, we recommend investigating further prior to closing to your
ensure your satisfaction.

Caulking must be maintained at the points where service cable enters the meter and the building to prevent moisture
from entering and causing corrosion, and shorting.

It is important to monitor the condition of the electrical system.  If lights blink, or dim, or breakers trip off, if may be an
indication that the circuit is overloaded and should be checked by a licensed electrician for safety.

Before using or installing heavy duty appliances, plug in power strips with multiple openings,adapters, or extension
cords we recommend having a licensed electrician evaluate the circuit to determine if it will safely meet the demand or if
additional circuits are needed.

Satisfactory Attached To HouseMain Electrical Service - Attached To House

Satisfactory AluminumMain Electrical Service Wire - Aluminum

Satisfactory 12 FeetOverhead Clearance - 12 Feet

Satisfactory 110 / 220Voltage Available - 110 / 220

Satisfactory TypicalMain Electrical Distribution Panel Accessibility - Typical

Satisfactory BedroomMain Electrical Distribution Panel Location - Bedroom

Satisfactory BreakerMain Electrical Disconnect - Breaker

Satisfactory 200Main Panel - 200
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ELECTRIC

Satisfactory CopperInterior Wiring - Copper

Satisfactory RomexType of Wire - Romex

Satisfactory Water PipeGrounding - Water Pipe

Satisfactory Room for ExpansionBreakers in Use - Room for Expansion

PLUMBING

Satisfactory General CommentPLUMBING - General Comment

We recommend  monitoring all water and waste lines as well as compression fittings as they can leak at any time, and if
caught early can help prevent damage to property and personal belongings.  Corrosion around fittings and valves is a
good indication that this is an area prone to leaking, and we recommend replacing corrosive plumbing to help avoid
leaks.

We do not operate shut-off valves as they are prone to leaking, and should only be used as necessary.

All plumbing lines should be protected from freezing.  We strongly recommend turning off the outside faucets during the
winter months.

The inspector when possible will flush each toilet 8-10 times, run the dishwasher/clothes washer on rinse cycle, and run
water to the tubs/showers/sinks for 10-15 minutes.  There are sections of vent pipes/drain lines/water lines that are
concealed and not inspected for example finished walls/flooring/ceilings/insulation/cabinets, among other things that
conceal plumbing components, if this is a concern to you we recommend investigating further prior to closing to ensure
your satisfaction.

Satisfactory MunicipalWater Source - Municipal

Satisfactory 3/4Municipal Main Supply Size - 3/4

Satisfactory CopperMunicipal Main Supply Type - Copper

Utility RoomService/Repairs Main Water Shut Off - Utility Room

The main shut off is leaking and the tubing around it is corroded, this type of valve will fail when needed most, we
recommend having a licensed plumber evaluate for repairs and installing a more reliable ball cock valve prior to closing.

Satisfactory OtherMain Gas Valve - Other

Other =Utility room

Satisfactory CopperInterior Visible Water Pipes - Copper

Satisfactory MunicipalWaste System - Municipal
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PLUMBING
Cast IronConcerns Interior Waste/Vent Pipes - Cast Iron

The visible sections of the crawl space main drain line is severely corroded, and is flaking off, we recommend having 
licensed plumber evaluate prior to closing as the drain lines are showing signs of distress and will have to be replaced in
the near future.  We recommend securing from current owner all information/paperwork pertaining to the drain lines,
particularly in the area of any blockages recently.

Satisfactory 1Number of Outside Spigots - 1

Satisfactory UnprotectedType of Outside Spigots  - Unprotected

Unprotected hose connections should be shut off and drained before first freeze each year.

W. HEATER

Satisfactory General CommentWATER HEATER - General Comment

Draining one gallon of water from the drain valve near the bottom of the water heater every six months helps to clear out
sediment build-up.  The water temperature should be adjusted to suit your personal comfort.  Generally a temperature
setting of 120 degrees is recommended to help avoid scolding conditions.

It is not unusual for an internal heating element on electric models to go bad and have to be replaced.

If you notice water on the floor around the unit and it is determined that the storage tank is leaking in all likelihood the
water heater will have to be replaced.

Regular draining, and wrapping the unit in a insulated blanket will help conserve energy and reduce utility costs.

We recommend monitoring the water heater for corrosion or staining around the vent pipe as this is a strong indication
that the emission gases may not be making it up and out the chimney, and should be checked immediately by a licensed
plumber.  We also recommend monitoring the exterior of the water heater for rust/corrosion as this condition can
indicate that the heater tank is in need of maintenance/repairs/replacement, a leaking water heater can release a lot of
water in a short amount of time causing a lot damage to property and personal belongings.

Satisfactory StateWater Heater 1 Mfg. - State

Satisfactory 7Water Heater 1 Approx. Age - 7

Satisfactory 40Water Heater 1 Size - 40

Satisfactory GasWater Heater Fuel - Gas

Satisfactory Single WallWater Heater Flue  Pipe - Single Wall

Satisfactory Valve On OffWater Heater Gas Piping - Valve On Off

Satisfactory PresentWater Heater Cold Water Valve - Present

Satisfactory PresentTemp. Pressure Relief Valve and Pipe - Present

Satisfactory OKWater Heater Exterior Jacket - OK
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LAUNDRY

Satisfactory General CommentLAUNDRY - General Comment

We check laundry areas for suitability.

Satisfactory Single HandleLaundry Water Faucets - Single Handle

Satisfactory Trapped LineWasher Drains - Trapped Line

Satisfactory WallDryer Vented - Wall

Satisfactory GasLaundry Energy Source - Gas

FURNACE

Satisfactory General CommentFURNACE - General Comment

As prescribed in the pre-inspection agreement, this is a limited visual inspection only.  The inspection of the heating
system is general, and not technically exhaustive.  A detailed evaluation of the heating system is beyond the scope of
this inspection.  A licensed heating technician can undertake a detailed inspection by disassembling the heater.  No
representations are made for heat exchangers.

It is strongly recommended that you have the heating unit cleaned, adjusted for efficiency, and the heat exchanger(
where one exists) checked for cracks prior to closing, as this cannot be determined without some disassembly.  We
recommend seeking the advice of a licensed heating technician to determine the proper intervals for servicing the
heater.

We recommend obtaining a heating service plan, as heating units become more expensive and sophisticated.  It is a
good practice to use preventive maintenance with heaters, to help avoid costly repairs and to help avoid untimely
breakdowns.

We recommend monitoring flue/vent pipes for corrosion/rust as this indicates that emission gases may not be making it
up and out the chimney, but back drafting into the house.  If you come across this situation you should call a licensed
heating contractor to evaluate for health/safety reasons. 

Over time duct work can disconnect in concealed areas due to building shifts/settlement and have to be connected.

Satisfactory 20 plusForced Air System 1 Approx. Age - 20 plus

Unit is very old and extended life should not be expected.

Satisfactory GasForced Air System Energy Source - Gas

FailService/Repairs Heat Exchanger Flame Pattern - Fail

The flame on a gas fired heater should be predominately blue, this flame has an orange hue to it, and the intake air
vents are covered with dust, in addition there is rust inside the chamber and a carbon monoxide detector had readings in
unsafe levels indicating that the heat exchanger maybe failing and is allowing emission gases into the living space area,
for health and safety reasons we recommend having the unit cleaned/serviced and certified prior to closing by a licensed
HVAC contractor.  THIS IS A MAJOR CONCERN.

Satisfactory Up FlowDistribution System Type - Up Flow

Metal DuctService/Repairs Distribution System Material - Metal Duct

Duct work in the crawl space is rusted/corroded and should be replaced as it is allowing dirt and air from the crawl space
to be distributed throughout the house, for health, safety, and energy efficiency we recommend having a licensed HVAC
contractor evaluate for replacement prior to closing.  We also recommend insulating the duct work in the crawl space to
help reduce energy costs, and prevent corrosion to the duct work.
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FURNACE

Satisfactory ProgrammableThermostat - Programmable

Satisfactory Double WalledFlue Piping - Double Walled

Satisfactory DisposableFilter System - Disposable

CRAWL SPACE

Satisfactory General CommentCRAWL SPACE - General Comment

Crawl space is entered by hatch in floor in closet.

Satisfactory CombinationCrawl Space Type - Combination

Satisfactory Interior  Hatch Crawl Space Access - Interior  Hatch 

Satisfactory OtherCrawl Space Foundation Walls - Other

Other = The foundation walls are not visible due to insulation, and could not be inspected.

Satisfactory WoodCrawl Space Bridging - Wood

Satisfactory Cement BlockCrawl Space Structural Columns - Cement Block

Satisfactory WoodCrawl Space Structural Beams - Wood

Satisfactory 2X8X16 O.C.Crawl Space Ceiling Joist - 2X8X16 O.C.

Walls, SillConcerns Crawl Space Insulation - Walls, Sill

We recommend adding insulation between the floor joist to help reduce energy costs and improve comfort as floors may
be cold in the winter time.

Wall VentsService/Repairs Crawl Space Ventilation - Wall Vents

The wall vents that allow proper ventilation for the crawl space are covered with insulation, we recommend un-blocking
these vents to allow proper air flow which will help prevent moisture buildup in the crawl space.

Satisfactory ConcreteCrawl Space Floor Type - Concrete

Satisfactory OtherEvidence of Water/Moisture - Other

Rust on duct work.

STRUCTURE

Satisfactory General Comments, Crawl SpaceSTRUCTURE - General Comments, Crawl Space

Every building experiences some settlement, at which time cracks may develop.  All cracks should be sealed with a
non-shrinking sealer and monitored for any further movement.
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STRUCTURE
Not VisibleService/Repairs Foundation Walls - Not Visible

The insulation on the foundation walls is loose in some sections and should be secured to help maximize energy
efficiency.

Satisfactory 2 x 8, Triple, 2x8'sFraming - 2 x 8, Triple, 2x8's

Satisfactory Cement BlocksSupport Columns - Cement Blocks

WOOD DESTROYING INSECTS
Termite Treatment NotedConcerns WOOD DESTROYING INSECTS - Termite Treatment Noted

Termite foundation treatment noted, we recommend securing from current owner all information pertaining to termite
treatment prior to closing to help  establish if the treatment was for corrective or preventive purposes and to ensure your
satisfaction.  This type of treatment is allowed to be performed once every five years and may still be under warranty.
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